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Raise return vent as high as possible under the drain board. Use 2 — 45 degre
fittings and one long radius elbow to make loop.

Install long sweep fittings below floor and run horizontally to nearest partition.
Use 45 degree fittings for easy stoppage cleaning.

Cleanouts required at drainage pipe below sink and in wall of foot vent.
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Raise return vent as high as possible under the drain board. Use 2 - 45 degree fittings and one long radius elbow to make loop. Install long sweep fittings below floor and run horizontally to nearest partition. Use 45 degree fittings for easy stoppage cleaning. Cleanouts required at drainage pipe below sink and in wall of foot vent.
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